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Virginia City Hybrid Energy Center 
Response to Data Request 

Bruce Buckheit, Member, Virginia Air Pollution Control Board 

Question (Page No. 13): 

Chart titled “SO2 emissions (best spray dryers)” 

Response: 

The chart on Page 13 shows SO2 emission rates from units that are controlled by FGD 
described as the “best spray dryers”.  The implication that the VCHEC spray dryer is 
inferior to those listed on the chart is not correct.  Upon inspection of the data used to 
populate this graphic (NETL Data Base Summary), none of the units’ SO2 control 
efficiencies of the eleven units on the chart exceeds 96%.  According to the data, the 
average SO2 control efficiency of the eleven units on the chart is 93.5%.  The proposed 
SO2 control efficiency for the boilers at VCHEC far exceeds all of the spray dryers on 
the chart at 98%.


